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This article is about calculations of U-shaped regions of water heat network. The universal calculation 
algorithm is used for various geometric schemes and simple self-compensating pipeline sections. The 
influence of slenderness ratio and stress concentration factor in the smooth curved bends on voltages 
and maximum permissible flight compensated shoulders of U-shaped regions for different geometric 
configurations was taken into account in this work.
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В настоящей статье рассматривается вопрос расчета П-образных участков водяной 
тепловой сети на самокомпенсацию температурных расширений. Приведен универсальный 
алгоритм расчета, применимый для различных геометрических схем простых, плоских, 
неразрезных самокомпенсирующихся участков трубопровода (Г-, Z-, П-, Л-образные 
конфигурации). Изложено влияние коэффициента гибкости и коэффициента концентрации 
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напряжений в гнутых гладких отводах на значения напряжений и на предельно допустимый 
вылет компенсируемых плеч П-образных участков различных геометрических конфигураций.
Ключевые слова: радиальный П-образный компенсатор, радиальные компенсаторы, 
самокомпенсация температурных расширений трубопровода, коэффициент гибкости трубы, 
тепловая сеть.
Abstract
The most vulnerable elements in the radial compensators of pipeline are taps. The cross-sectional 
pipe wall ovalisation and increasing ductility in bending as compared with straight pipes appear in 
taps. Taps are pipeline’s elements with sharp change in shape. This change leads to a concentration 
of additional stresses in these elements arising under the influence of forces, their flattened cross-
section.
Calculation model radial compensator, based on the thermal expansion, can be represented as 
a rod frame with rigid corners. In this case the taps geometry, their flexibility and concentration of 
bending stresses in them are not taken into account. Differences in results with calculated model, 
which reflects features of taps, are relevant.
The article has three computational models U-shaped pipe sections with aboveground way laying 
in the horizontal plane. There are following assumptions: pillars are absolutely rigid, resistance to 
friction forces movable bearings in longitudinal thermal expansion of pipeline is not considered.
Materials and Methods
When calculating pipeline to compensate radial thermal expansion compensators are determined 
their dimensions, in which longitudinal bending stresses arising from the elastic deformation of pipe 
will not exceed the permissible values. Rod model (pipeline’s length exceeds the outer diameter of more 
than an order of magnitude) is used as a design scheme of pipeline. П-shaped radial compensator is a 
simple (line called simple if it throughout its length from one to the other fixpoint has no branches) and 
a flat (line called flat if the center line is located in the same plane) plot calculated self-compensating 
pipe fixed between two fixed pillars. Computational model of this pipeline’s section under the influence 
of stress is a statically indeterminate system. Statically indeterminate system is called such a system 
in which the action of arbitrary load not all longitudinal and transverse forces and moments can be 
found from the equations of equilibrium of a rigid body or a solids system. Additional equations, which 
should express conditions of strain compatibility system, are introduced for calculations. Statically 
indeterminate system is characterized with number of extra links that is the largest number of links 
that can be removed at the same time without disturbing the geometric immutability and immobility 
system. In order to obtain additional equations, it’s necessary to select a base system. To achieve 
this goal n-defined statically indeterminate system is transformed into a statically determinate with 
removing unnecessary links from it. The resulting system is called statically determinate basic. 
Elimination of any links does not change internal forces and deformation of the system, if it makes 
additional forces and moments, which are the reaction dropped connections. Thus, if you apply a given 
load and response remote connections to basic system, this and considered systems will be equivalent. 
In considered system the directions of available hard links, including those relationships discarded in 
the transition to basic system, there can be no movement, and therefore in basic system moving in the 
– 13 –
Yuri L. Lipovka, Vitaliy I. Belilovets… The Influence of Slenderness Ratio and Stress Concentration…
directions of dropped connections must be zero. And for this reaction must have dropped connections 
strictly defined values. Zero movement condition in the direction of any i-th connection of n-dropped 
on basis of the superposition principle has the form
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition in the direction of any i-th connection of n-dropped on basis of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by the 
simultaneous action of all external load. 
In the method of reaction forces k-th connection usually denoted ��. With this notation, 
and in the power of Hooke's law movement ∆�� can be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � �, i.e. reaction, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
����
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movement system is determined according 
to next formula 
��� � ��
�����
� ��,                                                                    ��� 
 (1)
where 
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition i  the direction of any i-th connection f n-dropped on basis of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
here ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by the 
simultaneous action of all external load. 
In the method of reaction forces k-th connection usually denoted ��. With this notation, 
and in the power of Hooke's law movement ∆�� can be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � �, i.e. reaction, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
���
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movement system is determined according 
to next formula 
� � � ��
�����
� ��,                                                                    ��� 
  i  t e direction of i-th co unication syste  caused by the reaction of the 
k-th connection;
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition in the direction of any i-th connection of n-dropped on basis of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by the 
simultaneous action of all external load. 
In the method of reaction forces k-th connection usually denoted ��. With this notation, 
and in the power of Hooke's law movement ∆�� can be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � �, i.e. reaction, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
����
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movement system is determined according 
to next formula 
��� � ��
�����
� ��,                                                                    ��� 
 move ent in the direction of i-th co munication system caused by the simultaneous 
action of all external load.
In the method of reaction forces k-th connection usually denoted 
must be zero. And for this reaction must have dropped onnections strictly defined values. Zero 
movement condition in the direction of any i-th connection of n-dropped on basis of the 
superposition principle has the form 
∆�� � ∆��
���
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by the 
si ultaneous action of all external load. 
In the method of reaction forces k-th connection usual y ��. With this notation, 
and in the power of Hooke's law movement ∆�� can be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � �, i.e. reaction, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
���
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movement system is determined according 
to next formula 
��� � ��
�����
� ��,                                                                    ��� 
ith this notation, and in the 
power of Hooke’s law movement 
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition in the direction of any i-th connection of n-dropped on basis of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by the 
simultaneous action of all external load. 
In the method of reaction forces k-th connection usually denoted ��. With this notation, 
and in the power of Hooke's law movement ∆�� can be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � �, i.e. reaction, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
����
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero. Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movement system is determined according 
to next formula 
��� � ��
�����
� ��,                                                                    ��� 
 can be written as
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition in the direction f any i-th connection of n-dropped on ba i  of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the directi  of i-th communication system caused by the 
simultaneous action of all external load. 
In the method of reaction forces k-th connection usually enoted ��. With this notation, 
and in the power of Hooke's law movement ∆�� an be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � �, i.e. reaction, which coin ides with the directi n 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
����
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressio s, similar to (3), for the entire set of dropped 
connections, we obtain the system of can nical equations f rce method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movem nt system is dete mined according 
to next formula 
��� � ��
����� ��,                                                                    ��� 
 (2)
where 
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement conditi n i  the direction f any i-th connection of n-dropped on basis of th  
superposition principle has the form 
∆�� � ∆��
� ��
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by the 
simultaneous action of all ext rnal load. 
In the method of reaction f rces k-th connection usually denoted ��. With this notation, 
and in the power of Hooke's law movement ∆�� can be written as 
∆���  �����,                                                                          ��� 
here ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � �, i.e. reaction, which c incides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
� ��
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writi  expr ssions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single quation 
� ������ � ∆���
�� ,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteri t cs. Single movement syst m is d termined according 
to next f rmula 
�� �
����� ��,                                                               ��� 
 i le (or specific) moving in the direction of i-th communicat on system caused by the 
reaction of 
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition in the directi n of any -th conn ction f n-dr pp d  basis of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆� � �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction f i-th communicatio  system caused by the 
simultan ous a tio  of all xt rnal load. 
In the method f reactio  forces k-th c nnection us ally de oted ��. With this notation, 
and in the power of Hooke's law vem nt ∆�� can be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the ��� � �, i.e. reacti n, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), w  o tain 
∆�� � ���
����
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Wr ting expressions, similar to (3), f r the en ir set of dropped 
connections, we obtain the system of canonical quations force method, which can b
represented as a si gle equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single move ent system is d termined according 
to next formula 
��� � ��
�����
� ��,                                                                    ��� 
r tio , hich coincides with the direction of 
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement co dition in the direction of any i-th connection of n-dropped on basis of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
where ∆�� – ovement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by the 
simultaneous action of all x er al load.
In the meth d of reaction forces k-t  conn ction usually den ted ��. With this notation, 
a d in the power of Hooke's law movem n  ∆�� ca  be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of � �, i.e. reaction, which coincides with the direction 
of ��, but unity. 
Sub tituting (2) into (1), we btain 
∆�� � ���
����
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represe ted as a single equation 
������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movement system is determined according 
to next formula 
��� � ��
�����
� ��,                                                                    ��� 
, but unity.
Substituting (2) into (1), we btain
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition in the direction of any i-th connection of n-dropped on basis of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th commun catio system caused by the 
simultaneous action of all external load. 
In the method of reaction forces k-th connection usually denoted ��. With this notation, 
and in the power of Hooke's law movement ∆�� can be written as 
∆���  ��� �,                                                                          ��� 
where ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � , i.e. reaction, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
����
�� � ∆��� �                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
�                                                                  �4  
The total number of terms is determin d with degree of the system’s redundancy and 
does not depend on its specific characteristics. Si gle movement system is dete mined according 
to next formula 
��� � ��
�����
� ��,                                                                    ��� 
 (3)
The physical meaning for equation (3): moving in the direction of basic system i-th dropped 
connection is zero. Writing expressions, similar to (3), for the e tire set of dropped connections, we 
obt in the syst m of canonical equatio s force me hod, which an be represented as a single equation
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition in the direction of any i-th connection of n-dropped on basis of the 
superposition principle a  the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
��   e e t i  t e irecti  f i-t  c icati  s ste  ca se   t e 
si ultane us action of all external load. 
In the method of reaction forces k-th connecti n usually denoted ��. Wit  this notation, 
and in the power of Ho ke's law movement ∆�� can be written as 
∆���  �����,                                                                          ��� 
where ��� – single ( r sp c fi ) moving in the direction of i-th c mmunicat on sy tem 
caused by the reaction of ��� � , i.e. re ction, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtai  
∆ � ���
����
�� � ∆��� ��                                                               �3� 
The physical meaning f r equati n (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
repres nted as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
Th  total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movement system is determined according 
to next formula 
��� � ��
� �
� ��,                                                                    ��� 
 (4)
The total number of terms is determined with degree of the system’s redundancy and does not 
d end on its specific characteristics. Single movement system is determined according to next 
formu a
must be zero. And for this reaction must have dropped connections strictly defined values. Zero 
movement condition in the direction of any i-th connection of n-dropped on basis of the 
superposition principle has the form 
∆�� � ∆��
����
� ∆��� �,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the eaction f
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by the 
simultaneous action of all external load. 
In the method of reaction forces k-th connection usually denoted ��. With this notation, 
and in the pow  of Hooke's law movement ∆�� ca  be written as 
∆���  �����,                                                                          ��� 
where ��� – single (or pecifi ) mov ng in the dir ction of i-th communic ti  system 
caused by the r acti n of ��� � �, i.e. re cti , which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
����
∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determin d with degree of the system’s r dundancy and
does not depend on i s specific character stics. Single movement system is determined according 
to next formula 
���
� ���
� ��,                                                                    ��� 
 (5)
where 
must be zero. And for this reaction must have dropped connections strictly defined val es. Zero 
movement condition in the direction of any i-th conn ction f n-dropped on basis of the 
superposition pri ciple has the form 
∆� ∆�
���
� ,                                                               ��� 
where ∆�� – movement in the direction of i-th communication system caused by the reaction of 
the k-th connection; 
∆�� – movement in the direction of i-th communication system caused by th  
simultane us action of all xternal load. 
In the method of reaction forces k-th connection usually denoted �. With this notation, 
and in the power of Hooke's law movement ∆�� can be written as 
∆   �� �,                                                                      ��� 
here ��� – single (or specific) moving in the direction of i-th communication system 
caused by the reaction of ��� � �, i.e. reaction, which coincides with the direction 
of ��, but unity. 
Substituting (2) into (1), we obtain 
∆�� � ���
����
�� � ∆��� ��                                                               �3� 
The physical meaning for equation (3):  moving in the direction of basic system i-th 
dropped connection is zero.  Writing expressions, similar to (3), for the entire set of dropped 
connections, we obtain the system of canonical equations force method, which can be 
represented as a single equation 
� ������ � ∆���
���,��
� ��                                                                  �4� 
The total number of terms is determined with degree of the system’s redundancy and 
does not depend on its specific characteristics. Single movement system is determined according 
to next formula 
��� � ��
�����
� ��,                                                                    ��� 
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 – bending mo ent due to i pact f t  it 
K – slenderness ratio element;
v – basic element stiffness to element’s stiffness;
l – integrable element length.
The main problem of calculation for pipeline as a statically indeterminate system is formulated 
as follows: for a given geometric scheme, the temper ture difference between hot and cold pipeline 
nd size of pipes constituting portion is required to determine the effort and strain the system. In 
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calculating the temperature effects on simple pipelines as the main unknown is usually accepted in 
forces and moments of extra links, and therefore, this method is called the method of calculating 
forces. According to the method forces, one of the fixed pillars calculated area is considered breakout, 
and it’s applied to elastic deformation forces and bending moment replacing a dropped pillar.
To determine elastic forces arising in pipeline with thermal expansion, the authors use the method 
of the elastic center. This method is well considered in [1, 2] and presents one of modifications of the 
force method, which consists in the fact that all side coefficients of canonical equations (i.e., coefficients 
δik, in which i ≠ k) become zero. This is achieved by moving basic unknowns of fixpoint dropped into the 
elastic center of gravity calculated of pipeline. The application point for basic unknowns is connected 
to the point of placing a dropped pillar infinitely rigid hypothetical console. The pipeline’s axis will be 
endowed with a certain distribution of the elastic mass proportional to its stiffness (Fig. 1).
Bending moment from forces of elastic deformation in any section of pipeline is determined with 
the formula
Note: ��, ��,�� – longitudinal and transverse forces and bending moment respectively; 
А – the application point force a d moment, replacing the dr pped fixed pillar; уцт – the point 
elastic center of gravity of the system with respect to coordinate; ��, �� – vectors elastic forces 
relative to the coordinate axes X and Y, respectively; ��, �� – coordinates of the elastic center of 
gravity relative to the coordinate axes X and Y, respectively. 
Bending moment from forces of elastic deformation in any section of pipeline is 
determined with the formula 
� � �� � ����� � �� � ����� ,                                                       ��� 
where x, y – coordinates of considered section in the original coordinate system; 
x0, y0 – coordinates of gravity center calculated elastic pipeline section; 
Px, Py – elastic forces calculated center line of pipeline. 
 The basis for calculating the forces of elastic deformation has been put the Castigliano’s 
theorem. Load is static and strain energy equal to work of external forces 
�� �
��
���
 ,                                                                             ��� 
�� �
��
���
 ,                                                                            ��� 
here � – strain energy; 
  Px, Py – the same, in the formula (6); 
   ��, �� – displacement for the application point of force in its direction along 
respective axes. 
Displacement Δx, Δy calculated thermal extensions 
�� � ����� ,                                                                          ��� 
�� � ����� ,                                                                       ���� 
where � – coefficient of linear thermal expansion; 
  �� – design temperature drop; 
  ��, �� – lengths of axial line section of projections on axes. 
Values of the basic unknown Px = X1, Py = X2 
�� �
����� � ������
������ � �����
��� ,                                                         ���� 
 (6)
where x, y – coordinates of considered section in the original coordinate system;
x0, y0 – coordinates of gravity center calculated elastic pipeline section;
Px, Py – elastic forces calculated center line of pipeline.
The basis for calculating the forces of elastic deformation has been put the Castigliano’s theorem. 
Load is static and strain energy equal to work of external forces
Note: ��, ��,�� – longitudinal and transverse forces and bending moment respectively; 
А – the application point force and moment, replacing the dropped fixed pillar; уцт – the point 
elastic center of gravity of the system with respect to coordinate; ��, �� – vectors elastic forces 
relative to the coordinate axes X and Y, respectively; ��, �� – coordinates of the elastic center of 
gravity relative to the coordinate axes X and Y, respectively. 
Bending moment from forces of elastic deformation in any section of pipeline is 
determined with the formula 
� � �� � ����� � �� � ����� ,                                                       ��� 
where x, y – coordinates of considered section in the original coordinate system; 
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here � – strain energy; 
  Px, Py – the same, in the formula (6); 
   ��, �� – displacement for the application point of force in its direction along 
respective axes. 
Displacement Δx, Δy calculated thermal extensions 
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where � – coefficient of linear thermal expansion; 
  �� – design temperature drop; 
  ��, �� – lengths of axial line section of projections on axes. 
Values of the basic unknown Px = X1, Py = X2 
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 – the application point force and o ent, replacing the dropped fixed pillar; уцт – the point 
elastic center of gravity of the syste  ith respect to coordinate; �, � – vectors elastic forces 
relative to the coordinate axes  and , re pectively; ��, � – co rdinates of the elastic cent r of 
gravity relative to the coordinate axes  and , respectively. 
ending o ent fro  forces of elastic defor ation in any section of pipeline is 
deter ined ith the for ula 
� �� � �� ��� � ,                                                       � � 
here x, y – coordinates of considered section in the original coordinate syste ; 
x0, y0 – coordinates of gravity center calculated elastic pipeline section; 
x, y – elastic forces calculated center line of pipeline. 
 he basis for calculating the forces of elastic defor ation has been put the astigliano’s 
theore . oad is static and strain energy equal to ork of external forces 
�
�
 ,                                                                             � � 
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here  – strain energy; 
  x, y – the sa e, in the for ula (6); 
   �,  – displace ent for the application point of force in its direction along 
respective axes. 
isplace ent x, y calculated ther al extensions 
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here  – coefficient of linear ther al expansion; 
  � – design te perature drop; 
  ��, �� – lengths of axial line section of projections on axes. 
alues of the basic unkno n x  1, y  2 
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���� ����
������ �����
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 (8)
Fig. 1. Computational scheme U-shaped compensator to the method of elastic center
Note: X1, X2, Mx – longitudinal and transverse forces and bending moment respectively; А – the application point force and 
moment, replacing the dropped fixed pillar; уцт – the point elastic ce ter of gravity of the system with respect to coordinate; 
Px, Py  – vectors elastic forces relative to the coordinate axes X and Y, respectively; x0, y0 – coordinates of the elastic center of 
gravity relative to the coordinate axes X and Y, respectively.
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here U – strain energy;
Px, Py – the same, in the formula (6);
Δx, Δy – displacement for the application point of force in its direction along respective axes.
Displacement Δx, Δy calculated thermal extensions
Note: ��, ��,�� – longitudinal and transverse forces and bending moment respectively; 
А – the application point force and moment, replacing the dropped fixed pillar; уцт – the point 
elastic center of gravity of the system with respect to coordinate; ��, �� – vectors elastic forces 
relative to the coordinate axes X and Y, respectively; ��, �� – coordinates of the elastic center of 
gravity relative to the coordinate axes X and Y, respectively. 
Bending moment from forces of elastic deformation in any section of pipeline is 
determined with the formula 
� � �� � ����� � �� � ����� ,                                                       ��� 
where x, y – coordinates of considered section in the original coordinate system; 
x0, y0 – coordinates of gravity center calculated elastic pipeline section; 
Px, Py – elastic forces calculated center line of pipeline. 
 The basis for calculating the forces of elastic deformation has been put the Castigliano’s 
theorem. Load is static and strain energy equal to work of external forces 
�� �
��
���
 ,                                                                             ��� 
�� �
��
���
 ,                                                                            ��� 
here � – strain energy; 
  Px, Py – the same, in the formula (6); 
   ��, �� – displacement for the application point of force in its direction along 
respective axes. 
Displacement Δx, Δy alculated therm l extensions 
�� � ����� ,                                                                          ��� 
�� � ����� ,                                                                       ���� 
where � – coefficient of linear thermal expansion; 
  �� – design temperature drop; 
  ��, �� – lengths of axial line section of projections on axes. 
Values of the basic unknown Px = X1, Py = X2 
�� �
����� � ������
������ � �����
��� ,                                                         ���� 
 (9)
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where α – coefficient of linear thermal expansion;
Δt – design temperature drop;
Lx, Ly – lengths of axial line section of projections on axes.
Values of the basic unknown Px = X1, Py = X2
Note: ��, ��,�� – longitudinal and transverse forces and bending moment respectively; 
А – the application point force and moment, replacing the dropped fixed pillar; уцт – the point 
elastic center of gravity of the system with respect to coordinate; ��, �� – vectors elastic forces 
relative to the coordinate axes X and Y, respectively; ��, �� – coordinates of the elastic center of 
gravity relative to the coordinate axes X and Y, respectively. 
Bending moment from forces of elastic deformation in any section of pipeline is 
determined with the formula 
� � �� � ����� � �� � ����� ,                                                       ��� 
where x, y – coordinates of considered section in the original coordinate system; 
x0, y0 – coordinates of gravity center calculated elastic pipeline section; 
Px, Py – elastic forces calculated center line of pipeline. 
 The basis for calculating the forces of elastic deformation has been put the Castigliano’s 
theorem. Load is static and strain energy equal to work of external forces 
�� �
��
���
 ,                                                                             ��� 
�� �
��
���
 ,                                                                            ��� 
here � – strain energy; 
  Px, Py – the same, in the formula (6); 
   ��, �� – displacement for the application point of force in its direction along 
respective axes. 
Displacement Δx, Δy calculated thermal extensions 
�� � ����� ,                                                                          ��� 
�� � ����� ,                                                                       ���� 
where � – coefficient of linear thermal expansion; 
  �� – design temperature drop; 
  ��, �� – lengths of axial line section of projections on axes. 
Values of the ba ic unknown Px = X1, Py = X2 
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����� � ������
������ � �����
��� ,                                                         ���� 
where ��, �� – calculated thermal expansion of area under consideration conduit in the 
direction x and y axes, respectively; 
  Et – modulus of elasticity the pipe material at the calculation temperature; 
� – inertia moment of the cross section of pipe wall 
� �
�
64 ��н
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where Dн – outer diameter of pipeline; 
  δ – pipe wall thickness; 
���, ��� – central inertia moments of the reduced length for the centerline of 
pipeline section 
��� � ���
��
� � ��
� �
��
�  ,                                                ��4� 
��� � ���
��
� � ��
� �
��
�  ,                                                ���� 
here x, y, x0, y0 – the same, in the formula (6); 
  K – the same, in the formula (5); 
���� – central centrifugal inertia reduced length for the centerline of pipeline 
section 
���� � �
����
� � ���� �
��
�  ,                                               ��6� 
Stiffness reduction factor is introduced in integrating along the curved pipeline sections, 
so here straights K = 1, and for curved K <1.  
Elastic center coordinates can be determined from equations 
�� �
�� ���
����
�
��
�пр
 ,                                                               ���� 
�� �
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����
�
��
�пр
 ,                                                               ���� 
 (12)
where Δx, Δy – calculated thermal expansion of area under consideration conduit in the direction x 
and y axes, respectively;
Et – modulus of elasticity the pipe material at the calculation temperature;
J – inertia moment of the cross section of pipe wall
�� �
��� �����
������ �����
��� ,                                                         ���� 
where ��, �� – calculated thermal expansion of area under consideration conduit in the 
direction x and y axes, respectively; 
  Et – modulus f ela ticity the pipe material t the calculation temperature; 
� – inertia moment of the cross section of pipe wall 
� �
�
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where Dн – outer diameter of pipeline;
δ – pipe wall thickness;
Jx0, Jy0 – central inertia moments of the reduced length for the centerline of
pipeline section
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where ��, �� – calculated thermal expansion of area under consideration conduit in the 
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  Et – modulus of e sticity the pipe material at the calculation temperature; 
� – inertia moment of the cross section of pipe wall 
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here x, y, x0, y0 – the same, in the formula (6);
K – the same, in the formula (5);
Jxy0 – central centrifugal inertia reduced length for the centerline of pipeline section
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  Et – modulus of elasticity the pipe material at the calculation temperature; 
� – in rtia moment of the cross section of pipe wall 
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Stiffness reduction factor is introduced in integrating along the curved pipeline sections, 
so here straights K = 1, and for curved K <1.  
Elastic center coordinates can be determined from equations 
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Stiffness reduction factor is introduced in integrating along the curved pipeline sections, so here 
straights K = 1, and for curved K <1. 
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where Sx, Sy – static inertia moments of reduced length for the centerline of calculated pipeline section 
relative to x and y axes, respectively;
Lпр – reduced length of axial line section.
Karman researches have shown that the curvature bends causes ovalisation their original cross-
sectional area and stiffness reduction. Flattening of initial round section causes essential changes in 
distribution of bending stress compared with bending solid beams. To determine the coefficient of 
flexibility Karman used the energy method, followed by a solution of the Ritz method. The decision was 
received in form of trigonometric series. It is alleged that results obtained by T. Karman significantly 
diverged from the experimental data. Note that in the derivation of the coefficient of flexibility in order 
to facilitate mathematical calculations Karman made a number of assumptions and, in particular, he 
disregarded pipe radius relation to bend radius, considering this relationship as a very small amount. 
He also did not consider displacement of the neutral layer. Reported assumptions may be valid only for 
a relatively small pipe curves of curvature, i.e. a larger radius of curved (4 – 5 outer diameter) [3]. At 
the moment the calculating problem of pipe elbows has produced many works. For example, in [4, 5] 
there are analytical solutions for curves pipes. Materials [6, 7] are devoted to solution curves of pipes 
using the finite element method.
Karman coefficient for curved smooth retraction we calculate according to [8]
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where � – radius of curvature for tap; 
  �н, � – the same, in the formula (13); 
  � – dimensionless parameter 
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where Kp – slenderness ratio, excluding constraint deformation ends of the curved portion pipeline
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here λ – geometric characteristic flexibility removal
where Sx, Sy – static inertia moments of reduced length for the centerline of calculated 
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  �пр – reduced length of axial line section. 
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where R – radius of curvature for tap;
Dн,δ – the same, in the formula (13);
ω – dimensionless parameter
where Sx, Sy – static inertia moments of reduced length for the centerline of calculated 
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where P – excess internal pressure in pipeline;
R – the same, in the formula (21);
Dн,δ – the same, in the formula (13);
Et – the same, in the formula (11);
ξ – coefficient reflecting the uneasiness of deformation at the ends of curved element (tap), at 
λ ≤ 1,65 calculated with the formula
where � – excess internal pressure in pipeline; 
  � – the same, in th  fo mula (21); 
  �н, � – the same, in the formula (13); 
  �� – the same, in the formula (11); 
� – coefficient reflecting the uneasiness of deformation at the ends of curved element 
(tap), at λ ≤ 1,65 calculated with the formula 
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here � – angular parameter 
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where � – the same, in the formula (21) 
  �н, � – the same, in the formula (13); 
� – central angle of tap in radians. 
When λ > 1,65 value for ξ  is set equal to 1.0. Slenderness ratio bent pipe with straight 
sections at the ends with λ > 2,2 is 1.0, while λ ≤ 2,2 is calculated with formula (19). 
When bending tap under the influence of forces, flattened their cross section, there are 
significant local stresses. If longitudinal stresses, calculated in the usual theory of bending, are 
denoted by σ, then the maximum longitudinal stresses can be determined with the formula 
���� � ��� ,                                                                       ��5� 
where i0 – concentration ratio of longitudinal stresses in tap; 
�� �  
0,9
�� ��
 ,                                                                          ��6� 
where λ – the same, in the formula (20). 
 
9-element model pipeline section 
 (23)
here ψ – angular parameter
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9-element model pipeline section 
 (24)
where R – the same, in the formula (21)
Dн,δ – the sa e, in the for ula (13);
ϑ – central angle of tap in radians.
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l cal stress s. If longitudinal stresses, calculated in the usual theory of bending, are denoted by σ, then 
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9-element model pipeline section 
 (26)
where λ – the same, in the formula (20).
9-element model pipeline section
Calculation algorithms to compensate for thermal expansion of pipeline sections certain 
geometric configurations are presented in references for design of heat networks in section strength 
calculations. If you submit a calculation algorithm based on using a certain number of standard 
elements that are building design model, the resulting algorithm is applied to self-compensating 
schemes pipelines of various geometric configurations. Further, consider the scheme of 9 elements. 
This circuit includes straight 5 pipes and 4 of the same smooth curved drainages random rotation 
angle. We give as an illustrative example П-shaped pipeline section between two fixed pillars. 
Mentally divide it into nine elements: five straight pipes and four identical taps. The following is an 
algorithm based on self-compensation for thermal expansion of sector and its design scheme. This 
algorithm may be applied to other design schemes by removing unnecessary components, changes 
in steering angle taps (Fig. 2).
Elements l1, l3, l5, l9 are parallel to the coordinate axis X.
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Fig. 2. Calculation scheme 9-element П -shaped pipeline section
Note: numbers on the diagram below to identify numbers of sections; уцт – elastic center of gravity; l1, l2, l3,…, l9 elements 
of calculated area; Px, Py – elastic resistance forces (basic unknowns); x0, y0 – distance from the center of gravity and elastic 
axes.
Distance from ends of curved element (tap) from its center f gravity i  th  direction of the 
reference coordinate system, according to design scheme f curved elem nt (Fig. 3), determined by 
the formula
Figure 3 - Calculation scheme curved element (tap) 
 
Note: a,b,c,d - distance from ends of the curved element (tap) to its center of gravity; R – 
radius of tap’s curvature; ϕ - central angle of tap; β - chord angle curved element (tap) to its axis 
of ordinates. 
Elements l1, l3, l5, l9 are parallel to the coordi ate axis X. 
Distance from ends of curved element (tap) from its center of gravity in the direction of 
the reference coordinate system, according to design scheme of curved element (Figure 3), 
determined by the formula 
� � � ����
�
2 ���� � �2���
�
2 �
�
57,296 ���
�
2�
����
� 57,296�,��������������������������������27� 
� � � ����
�
2 ���� � �2���
�
2 �
�
57,296 ���
�
2�
����
� 57,296�,�������������������������������2�� 
� � � ����
�
2 ���� � �2���
�
2 �
�
57,296 ���
�
2�
����
� 57,296�,�����������������������������
�29� 
� � � ����
�
2 ���� � �2���
�
2 �
�
57,296 ���
�
2�
����
� 57,296�,�������������������������������� 
where angles �, � are measured in degrees. 
Projection lengths taps on the coordinate axes are defined as 
Per axle x 
��� � � � ��,�������������������������������������������������������������������������������� 
where c, d – the same, in the formula (27) and (28); 
i – tap number (index takes values 1, 2, 3, 4). 
Per axle y 
��� � � � ��,�����������������������������������������������������������������������������2� 
where a, b – the same, in the formula (29) and (30); 
i – the sa e, in the formula (27). 
The length of the axial line for calculated total pipe section is determined by the 
formula 
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Figure 3 - alculation sche e curved ele ent (tap) 
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Fig. 3. Calculation scheme curved element (tap)
Note: a,b,c,d – distance from ends of the curved element (tap) to its center of gravity; R – radius of tap’s curvature; φ – central 
angle of tap; β – chord angle curved element (tap) to its axis of ordinates.
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Projection lengths taps on the coordinate axes are defined as
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i – tap number (in ex takes values 1, 2, 3, 4).
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i – th  same, in the formula (27).
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where l1, l3, l5, l7, l9 – length of straight pipes, corresponding calculation scheme (Fig. 2);
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where φ, R the same, in the formulas (27) – (30);
К – the same, in the formula (19).
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where ��, ��, ��, ��, �� – length of straight pipes, corresponding calculation scheme (Figure 
2); 
�отв – length axial line for tap 
�отв �
��
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where �, � the same, in the formulas (27) – (30); 
 К – the same, in the formula (19). 
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where ��, ��, ��, ��, �� – l ngth of straight pipes, corresponding calculation scheme (Figure 
2); 
�отв – length axial line for tap 
�отв �
��
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where �, � the same, in the formulas (27) – (30); 
 К – the same, in the formula (19). 
Center coordinates of gravity of individual elements, according to calculation scheme 
area (Figure 2) with respect to the x-axis defined by the formulas 
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where ��� � ���� ��� � ��� – section elements; 
��, ��, ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
��� � ��� – the same, in the formula (31); 
���, ��� – the same, in the formula (32); 
�, �, �, � – the same, in the formulas (27) – (30); 
� – the same, in the formulas (27) – (30). 
Static inertia moments of length pipeline components in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
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wh re xc1 – xc9; yc1 – yc9 – section elements;
l1, l3, l5, l7, l9 – length for corresponding calculation scheme (Fig. 2) elements;
L1x – L4x – the same, in the formula (31);
L1y, L2y – the same, in the formula (32);
a, b, c, d – the same, in the formulas (27) – (30);
φ – the same, in the formulas (27) – (30).
Static inertia moments of length pipeline components in original coordinate system, according to 
calculation sche e area (Fig. 2), are determined by formulas
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Sta ic inertia moments of length pipeline components in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
Relative to the axis x 
 ��� ,                                                                             
отв���,                                                                           
����,                                                                              
отв���,                                                                           
����,                                                                              
отв���,                                                                           
����,                                                                              
�отв���,                                                                           
��� � �����,                                                                             ���� 
Relative to the axis y 
��� �����,                                                                             ���� 
��� �отв���,                                                                          ���� 
��� �����,                                                                             ���� 
��� �отв���,                                                                          ���� 
��� �����,                                                                             ���� 
��� �отв���,                                                                          ���� 
��� �����,                                                                             ���� 
��� �отв���,                                                                          ���� 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
 (56)
��� � ������ � ������,                                                                    ���� 
where �� �� �  �� � ��� – section elements; 
��, ��, � , ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
��� – the same, in the formula (31); 
�� , ��  – the sa e, in the for ula (32); 
, �, �, � – the sam , in the formulas (27) – (30); 
� – the sa e, in the formulas (27) – (30). 
Sta ic inertia moments of length pipeline components in rigin l coordinate system, 
according to calculation scheme ar a (Figure 2), are determined by formulas 
Relative to the axis x 
 ��� ,                                                                             
�отв���,                                                                           
�����,                                                                              
�отв���,                                                                           
�����,                                                                              
�отв���,                                                                           
�����,                                                                              
�отв���,                                                                           
��� � �����,                                                                             ���� 
Relative to the axis y 
��� �����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� �����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� �����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� �����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
 (57)
��� �� ��� ������,                                                                    ���� 
where �� � ����  �� ���  section elem nts; 
�, ��, � , ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
��� – the same, in the formula (31); 
�� , ��  – the sa e, in the for ula (32); 
, �, �, � – the sam , in the formulas 27  – (30); 
� – the sa e, in the for ulas (27) – (30). 
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��� �отв� �,  ���� 
��� ��� �,  ���� 
��� �отв� �,  ���� 
��� ��� �,  ���� 
Relative to the axis y 
��� ��� �,  ���� 
��� �отв� �,  ���� 
��� ��� �,  ���� 
��� �отв� �,  ���� 
��� ��� �,  ���� 
��� �отв� �,  ���� 
��� ��� �,  ���� 
��� �отв� �,  ���� 
��� ��� �,  ���� 
where � � � �� � � � � – section ele ents; 
 (63)
��� � ������ � ������,                                                                    ���� 
where �� � � �� ��� � ��� – section elements; 
��, � , ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
��� ��� – the same, in the formula (31); 
���, ��� – the same, in the formula (32); 
�, �, �, � – the same, in the formulas (27) – (30); 
� – the sa e, in the formulas (27) – (30). 
Static inertia moments of length pipeline compo ents in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
Relative to the axis x 
��� �  �����,                                                                           ���� 
��� �отв���,                                                                         ���� 
��� � ��� �,                                                                            ���� 
��� �отв���,                                                                         ���� 
��� � ��� �,                                                                            ���� 
��� �отв���,                                                                         ���� 
��� � ��� �,                                                                            ���� 
��� � �отв���,                                                                         ���� 
��� � �����,                                                                             ���� 
Relative to the axis y 
��� � ��� �,                                                                             ���� 
��� � �отв���,                                                                          ���� 
��� � ��� �,                                                                             ���� 
��� � �отв���,                                                                          ���� 
��� � ��� �,                                                                             ���� 
��� � �отв���,                                                                          ���� 
��� � ��� �,                                                                             ���� 
��� � �отв���,                                                                          ���� 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
 (64)
��� � ������ � ������,                                                                    ���� 
where � � � �  �� � ��� – se tion eleme ts; 
� , � , ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
��� �� – the same, in the formula (31); 
���, ��  t  , i  t  f r l  (32);
�, �, �, � – the sam , in the formulas (27) – (30); 
� – the sa e, in the formulas (27) – (30). 
Static inertia moments of length pipeline compo ents in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
Relative to the axis x 
� � �  �����,                                                                           ���� 
��� отв ��,                                                                         ���� 
��� � ��� ,                                                                            ���� 
��� отв ��,                                                                         ���� 
��� � ��� ,                                                                            ���� 
��� отв ��,                                                                         ���� 
��� � ��� ,                                                                            ���� 
� � отв���,                                                                         ���� 
��� � �����,                                                                             ���� 
Relative to the axis y 
��� � ���� ,    ���� 
��� �отв���,  ���� 
��� � ���� ,    ���� 
��� �отв���,  ���� 
��� � ���� ,    ���� 
��� �отв���,  ���� 
��� � ���� ,    ���� 
� � � �отв���,  ���� 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
 (65)
��� � ������ � ������,                                                                    ���� 
where �� �� �  �� � ��� – se tion eleme ts; 
, ��, ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
�� – the same, in the formula (31); 
� , �   t  , i  t  f r l  (3 );
, �, �, � – the sam , in the formulas 27  – (30); 
� – the sa , in the formulas (27) – (30). 
Sta ic inertia moments of length pipeline compo ents in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
Relative to the axis x 
�  ���� ,  
отв ��,
� ��� ,   
отв ��,
� ��� ,   
отв ��,
� ��� ,   
� отв���,
��� � �����,                                                                             ���� 
Relative to the axis y 
�� � ���� ,    � � 
�� �отв���,  � � 
�� � ���� ,    � � 
�� �отв���,  � � 
�� � ���� ,    � � 
�� �отв���,  � � 
�� � ���� ,    � � 
� � �отв���,  � � 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
 (66)
�� � ������ � ������,                                                                    ���� 
where �� �� �  �� � ��� – se tion eleme ts; 
, ��, �, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
�� – the same, in the formula (31); 
� , �   t  , i  t  f r l  (3 );
, �, �, � – the sam , in the formulas 27 – (30); 
� – the sa , in the formulas (27) – (30). 
Sta ic inertia mom nts of length pipelin compo nts in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
Relative to the axis x 
�  �����, 
отв ��,
� ��� ,  
отв ��,
� ��� ,  
отв ��,
� ��� ,  
� �отв���,
��� � �����,                                                                             ���� 
Relative to the axis y 
�� � ��� ,                                                                             � � 
�� �отв ��,                                                                          � � 
�� � ���� ,                                                                             � � 
�� �отв ��,                                                                          � � 
�� � ���� ,                                                                             � � 
�� �отв ��,                                                                          � � 
�� � ��� ,                                                                             � � 
� � �отв ��,                                                                          � � 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
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� � ������ � ������,                                                                    ���� 
where �� � �   �� � ��� – section elements; 
�, � , � , ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
�� – the same, in the formula (31); 
�� , ��  – the sa e, in the for ula (32); 
, �, �, � – the sam , in the formulas 27  – (30); 
� – the sa e, in the formulas (27) – (30). 
Sta ic inertia moments of length pipeline components in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
Relative to the axis x 
�  � � ,                                                                             
отв���,                                                                           
� ����,                                                                            
отв���,                                                                           
� ����,                                                                              
отв���,                                                                         
���,                                                                              
�отв ��,                                                                           
��� � �����,                                                                             ���� 
Relative to the axis y 
��� �����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� �����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� �����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� �����,                                                                             ���� 
�� �отв ��,                                                                          ���� 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
 (68)
� � ������ � ������,                                                                    ���� 
where �� � �   �� � ��� – section elements; 
, ��, � , ��, �� – length for c responding calculation scheme (Figure 2) elements; 
�� – the same, in the formula (31);
� , �   t e sa , i  t e f r la (3 ); 
, �, �, � – the am , in the formulas 27  – (30); 
� – the sa e, in the formulas (27) – (30). 
Sta ic inertia moments of length pipeline components in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
Relative to the axis x 
�  �� ,
отв� �,
��� �,   
отв� �,
��� �,   
отв� �,
�� �,
�отв ��,
��� � �����,                                                                             ���� 
Relative to the axis y 
� �����,                                                                             � � 
�� �отв���,                                                                          � � 
�� �����,                                                                             � � 
� �отв���,                                                                          � � 
�� �����,                                                                             � � 
�� �отв���,                                                                          � � 
� � ���,                                                                             � � 
�� �отв ��,                                                                          � � 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
 (69)
� � ������ � ������,                                                                    ���� 
where �   �� � ��� – section elements; 
, ��, � , ��, �� – length for c responding calculation scheme (Figure 2) elements; 
� �� – the same, in the formula (31);
�� , �   t e sa , i  t e f r la (3 ); 
, �, �, � – the am , in the formulas 27  – (30); 
� – the sa e, in the formulas ( 7) – (30). 
Sta ic inertia moments of length pipeline components in original coordinate system, 
according to calculation scheme area (Figure 2), are determined by formulas 
Relative to the axis x 
�  �� ,                                                                             
,                                                                         
� ,                                                                            
,                                                                           
� ,                                                                            
,                                                                         
� �� �,                                                                              
�отв���,
��� � �����,                                                                             ���� 
Relative to the axis y 
��� � ����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� ����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
��� ����,                                                                             ���� 
��� �отв ��,                                                                          ���� 
�� � ��,                                                                             ���� 
�� �отв ��,                                                                          � � 
��� � �����,                                                                              ���� 
where ��� � ���� ��� � ��� – section elements; 
 (70)
where xc1 – xc9; yc1 – yc9 – section elements;
l1, l2, l3, l4, l5, l6, l7, l8, l9 – length for corresponding calculation scheme (Fig. 2) elements;
lотв – the same, in the formula (34).
Coordinates elastic center of gravity relative to origin of the coordinate system according to 
calculation scheme area (Fig. 2) have the following form
The axis х
��, ��, ��, ��, ��, ��,��, ��,�� – length for corresponding calculation scheme (Figure 2) 
elements; 
�отв – the same, in the formula (34). 
Coordinates elastic center of gravity relative to origin of the coordinate system according 
to calculation scheme area (Figure 2) have the following form 
The axis х 
�� �
 ��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� � ���
�пр
,                           ��1� 
The axis у 
�� �
��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� 
�пр
,                            ��2� 
where ��� � ��� – the same, in the formulas (62) – (70); 
 ��� � ��� – the same, in the formulas (53) – (61); 
 �пр – the same, in the formula (33). 
Coefficients for calculating inertia moments of its own elements 3 and 7 of the 
calculation scheme area (Figure 2) relative to initial coordinate system defined by the formulas 
The axis х 
��� �
�����
12 ,                                                                           ���� 
The axis у 
��� �
�����
12 ,                                                                           ���� 
where � – the same, in the formulas (27) – (30). 
Factor to calculate the inertia moment of its own centrifugal element 3 the calculation 
scheme area (Figure 2) relative to the initial coordinate system is calculated by the formula 
������� �
��������
12 ,                                                                  ���� 
where � – the same, in the formulas (27) – (30). 
Factor to calculate the inertia moment of its own centrifugal element 7 the calculation 
scheme area (Figure 2) relative to the initial coordinate system is calculated by the formula 
 (71)
The axis у
, , , , , , , ,
 
,                           
 
,                            
 
 
,                                                                           
,                                                                           
,                                                                  
 (72)
where Sy1 – Sy9 – the same, in the formulas (62) – (70);
Sx1 – Sx9 – the same, in the formulas (53) – (61);
Lпр – the same, in the formula (33).
Coefficients for calculating in rtia moments of its own elements 3 and 7 of the calculation scheme 
area (Fig. 2) relative to initial coordinate system defined by the formulas
The axis х
��, ��, ��, ��, ��, ��,��, ��,�� – length for corresponding calculation scheme (Figure 2)
elements; 
�отв – the same, in the formula (34). 
Coordinates elastic center of gravity relative to origin of the coordinate system according 
to calculation scheme area (Figure 2) have the following form 
The axis х 
�� �
 ��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� � ���
�пр
,                           ��1� 
The axis у 
�� �
��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� 
�пр
,                            ��2� 
where ��� � ��� – the same, in the formulas (62) – (70); 
 ��� � ��� – the same, in the formulas (53) – (61); 
 �пр – the same, in the for ula (33). 
Coefficients for calculating inertia moments of its own elements 3 and 7 of the 
calculation scheme area (Figure 2) relative to initial coordinate system defined by the formulas 
The axis х 
��� �
�����
12 ,                                                                           ���� 
The axis у 
��� �
�����
12 ,                                                                           ���� 
where � – the same, in the formulas (27) – (30). 
Factor to calculate the inertia moment of its own centrifugal element 3 the calculation 
scheme area (Figure 2) relative to the initial coordinate system is calculated by the formula 
������� �
��������
12 ,                                                                  ���� 
where � – the same, in the formulas (27) – (30). 
Factor to calculate the inertia moment of its own centrifugal element 7 the calculation 
scheme area (Figure 2) relative to the initial coordinate system is calculated by the formula 
 (73)
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The axis у
��, ��, ��, ��, ��, ��,��, ��,�� – length for corresponding calculation scheme (Figure 2) 
elements; 
�отв – the same, in the formula (34). 
Coordinates elastic center of gravity relative to origin of the coordinate system according 
to calculation scheme area (Figure 2) have the following form 
The axis х 
�� �
 ��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� � ���
�пр
,                           ��1� 
The axis у 
�� �
��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� 
�пр
,                            ��2� 
where ��� � ��� – the same, in the formulas (62) – (70); 
 ��� � ��� – the same, in the formulas (53) – (61); 
 �пр – the same, in the formula (33). 
Coefficients for calculating inertia moments of its own elements 3 and 7 of the 
calculation scheme area (Figure 2) relative to initial coordinate system defined by the formulas 
The axis х 
��� �
�����
12 ,                                                                           ���� 
The axis у 
��� �
�����
12 ,                                                                           ���� 
where � – the same, in the formulas (27) – (30). 
Factor to calculate the inertia moment of its own centrifugal element 3 the calculation 
scheme area (Figure 2) relative to the initial coordinate system is calculated by the formula 
������� �
��������
12 ,                                                                  ���� 
where � – the same, in the formulas (27) – (30). 
Factor to calculate the inertia moment of its own centrifugal element 7 the calculation 
scheme area (Figure 2) relative to the initial coordinate system is calculated by the formula 
 (74)
where φ – the same, in the formulas (27) – (30).
Factor to calculate the inertia moment of its own centrifugal element 3 the calculation scheme area 
(Fig. 2) relative to the initial coordinate system is calculated by the formula
��, ��, ��, ��, ��, ��,��, ��,�� – length for corresponding calculation scheme (Figure 2) 
elements; 
�отв – the same, in the formula (34). 
Coordinates elastic center of gravity relative to origin of the coordinate system according 
to calculation scheme area (Figure 2) have the following form 
The axis х 
��
 ��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� � ���
�пр
,                           ��1� 
The axis у 
��
��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� � ��� 
�пр
,                            ��2� 
where ��� � ��� – the same, in the formulas (62) – (70); 
 ��� � ��� – the same, in the formulas (53) – (61); 
 �пр – the same, in the formula (33). 
Coefficients for calculating inertia moments of its own elements 3 and 7 of the 
calculation scheme area (Figure 2) relative to initial coordinate system defined by the formulas 
The axis х 
���
�����
12 ,                                                                           ���� 
The axis у 
���
�����
12 ,                                                                           ���� 
where � – the same, in the formulas (27) – (30). 
Factor to cal ula e the inertia moment of its own centrifugal element 3 the calculation 
scheme area (Figure 2) relative to the initial coordinate system is calculated by the formula 
�������
��������
12 ,                                                                  ���� 
where � – the same, in the formulas (27) – (30). 
Factor to calculate the inertia moment of its own centrifugal element 7 the calculation 
scheme area (Figure 2) relative to the initial coordinate system is calculated by the formula 
 (75)
where φ – the same, in the formulas (27) – (30).
Factor to calculate the inertia moment of its own centrifugal element 7 the calculation scheme area 
(Fig. 2) relative to the initial coordinate system is calculated by the formula
������� � �
��������
12 ,                                                                 �76� 
where � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moments of its own curvilinear elements (taps) 
relative to the initial coordinate system defined by the formulas 
The axis х 
��� � �57,296
4
� ���
� �
2 � ����� ���
�� �
1
2 ���� � 57,296
4
� ���
� �
2 �
�
2�57,296� ,   �77� 
The axis у 
��� � �57,296
4
� ���
� �
2 � ����� ���
�� �
1
2 ���� � 57,296
4
� ���
� �
2 �
�
2�57,296� ,    �7�� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 2 
and 4 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � �57,296
4
� ���
� �
2 � ����� ��������,                                  �79� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 6 
and 8 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � ��57,296
4
� ���
� �
2 � ����� ��������,                               ���� 
where �, � – the same, in the formulas (27) – (30). 
Inertia moments of element lengths for pipeline in the original coordinate system relative 
to the x-axis are determined by formulas 
The axis х 
��� � �� ���
� ��������
12 � ���
��,                                                     ��1� 
��� �
�
� ��
���� � ����
�
57,296�,                                                     ��2� 
��� � �����
���� � �����,                                                            ���� 
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where φ – the same, in the formulas (27) – (30).
Coefficients for calculating inertia moments of its own curvilinear elements (taps) relative to the 
initial coordinate system defined by the formulas
The axis х
������� � �
��������
12 ,                                                                 �76� 
where � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moments of its own curvilinear elements (taps) 
relative to the initial coordinate system defined by the formulas 
The axis х 
��� � �57,296
4
� ���
� �
2 � ����� ���
�� �
1
2 ���� � 57,296
4
� ���
� �
2 �
�
2�57,296� ,   �77� 
The axis у 
��� � �57,296
4
� ���
� �
2 � ����� ���
�� �
1
2 ���� � 57,296
4
� ���
� �
2 �
�
2�57,296� ,    �7�� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 2 
and 4 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � �57,296
4
� ���
� �
2 � ����� ��������,                                  �79� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 6 
and 8 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � ��57,296
4
� ���
� �
2 � ����� ��������,                               ���� 
where �, � – the same, in the formulas (27) – (30). 
Inertia moments of element lengths for pipeline in the original coordinate system relative 
to the x-axis are determined by formulas 
The axis х 
��� � �� ���
� ��������
12 � ���
��,                                                     ��1� 
��� �
�
� ��
���� � ����
�
57,296�,                                                     ��2� 
��� � �����
���� � �����,                                                            ���� 
 (77)
The axis у
������� � �
��������
12 ,                                                                 �76� 
where � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moments of its own curvilinear elements (taps) 
relative to the initial coordinate system defined by the formulas 
The axis х 
��� � �57,296
4
� ���
� �
2 � ����� ���
�� �
1
2 ���� � 57,296
4
� ���
� �
2 �
�
2�57,296� ,   �77� 
The axis у 
��� � �57,296
4
� ���
� �
2 � ����� ���
�� �
1
2 ���� � 57,296
4
� ���
� �
2 �
�
2�57,296� ,    �7�� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 2 
and 4 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � �57,296
4
� ���
� �
2 � ����� ��������,                                  �79� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 6 
and 8 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � ��57,296
4
� ���
� �
2 � ����� ��������,                               ���� 
where �, � – the same, in the formulas (27) – (30). 
Inertia moments of element lengths for pipeline in the original coordinate system relative 
to the x-axis are determined by formulas 
The axis х 
��� � �� ���
� ��������
12 � ���
��,                                                     ��1� 
��� �
�
� ��
���� � ����
�
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where φ, β – the same, in the formulas (27) – (30).
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 2 and 4 of 
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where �, � – the same, in the formulas (27) – (30). 
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and 4 of the calculation scheme section relative to the initial coordinate system is calculated by 
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where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 2 
and 4 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � �57,296
4
� ���
� �
2 � ����� ��������,                                  �79� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 6 
and 8 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
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where �, � – the same, in the formulas (27) – (30). 
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where φ, β – the same, in the formulas (27) – (30).
Inertia moments of element lengths for pipeline in the original coordinate system relative to the 
x-axis are determined by formulas
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where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 2 
and 4 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � �57,296
4
� ���
� �
2 � ����� ��������,                                  �79� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 6 
and 8 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � ��57,296
4
� ���
� �
2 � ����� ��������,                               ���� 
where �, � – the same, in the formulas (27) – (30). 
Inertia moments of element lengths for pipeline in the original coordinate system relative 
to the x-axis are determined by formulas 
The axis х 
��� � �� ���
� ��������
12 � ���
��,                                                     ��1� 
��� �
�
� ��
���� � ����
�
57,296�,                                                     ��2� 
��� � �����
���� � �����,                                                            ���� 
 (81)
������� � �
��������
12 ,                                                                 �76� 
where � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moments of its own curvilinear elements (taps) 
relative to the initial coordinate system defined by the formulas 
The axis х 
��� � �57,296
4
� ���
� �
2 � ����� ���
�� �
1
2 ���� � 57,296
4
� ���
� �
2 �
�
2�57,296� ,   �77� 
The axis у 
��� � �57,296
4
� ���
� �
2 � ����� ���
�� �
1
2 ���� � 57,296
4
� ���
� �
2 �
�
2�57,296� ,    �7�� 
where �, � – the same, in the formulas (27) – (30). 
Coefficients for calculating inertia moment of its own centrifugal curvilinear elements 2 
and 4 of the calculation scheme section relative to the initial coordinate system is calculated by 
the formula 
��������� � �57,296
4
� ���
� �
2 � ����� ��������,                                  �79� 
where �, � – the same, in the formulas (27) – (30). 
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where ��� � ��� – section elements; 
 � – the same, in the formulas (27) – (30); 
 К – the same, in the formula (19); 
��� � ��� – the same, in the formulas (44) – (52); 
��, ��, ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
� – the same, in the formulas (27) – (30); 
��� – the same, in the formula (73); 
��� – the same, in the formula (77). 
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where Jx1 – Jx9 – section elements;
R – the same, in the formulas (27) – (30);
К – the same, in the formula (19);
yc1 – yc9 – the same, in the formulas (44) – (52);
l1, l3, l5, l7, l9 – length for c rresponding calculation scheme (Fig. 2) elements;
φ – the same, in the formulas 27  – (30);
Cx1 – the same, in the for ula (73);
Cx2 – the same, in the formula (77).
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� , � , � , � , �� – length for c rresponding calculation scheme (Figure 2) elements; 
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�� – the same, in the formula (73); 
��� – the same, in the formula (77). 
The axis у 
�� � �� ���
� ��������
12 ��
��,��������������������������������������������������������9�� 
�
�
� �
��� � �� 57,296�,�������������������������������������������������������91� 
�� � ��
��� � �,��������������������������������������������������������������92� 
��
�
� � � � �
�
57,296�,�����������������������������������������������������9�� 
�� � �� ���
� ���� ��
12 �
��,�����������������������������������������������������9�� 
�
�
� �
��� � �� 57,296�,����������������������������������������������������95� 
�� � ��
��� � �,�����������������������������������������������������������96� 
�� �
�
� �
�� � �
�
57,296�,���������������������������������������������������97� 
�� � �� ���
� ��� ��
12 ��
��,����������������������������������������������������9�� 
 (90)
���
�
� � �� � ��
�
57,296�,��������������������������������������������������������� 
��� � �� �
� ��� ����
12 � � �,������������������������������������������������������5� 
���
�
� � �� � �� 57,296�,����������������������������������������������������6� 
��� � �
�
�� � ���,�����������������������������������������������������������7� 
� � � �� �� 57,296�,����������������������������������������������������� 
��� � �� ��
� �� ���
12 � � �,����������������������������������������������������9� 
where ��� � ��� – section elements; 
  – the same, in the formulas (27) – (30); 
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��, ��, ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
 – the same, in the formulas (27) – (30); 
�� – the same, in the formula (73); 
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�� � – the same, in the fo mulas (44) – (52); 
��, ��, ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
 – the same, in the formulas (27) – (30); 
�  – the same, in the formula (73); 
��� – the same, in the formula (77). 
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where ��� � ��� – section elements; 
 � – the same, in the formulas (27) – (30); 
 К – the same, in the formula (19); 
��� � ��� – the same, in the formulas (44) – (52); 
��, ��, ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
� – the same, in the formulas (27) – (30); 
��� – the same, in the formula (73); 
��� – the same, in the formula (77). 
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where ��� � ��� – section elements; 
 � – the same, in the formulas (27) – (30); 
 К – the same, in the formula (19); 
��� � ��� – the same, in the formulas (44) – (52); 
��, ��, ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
� – the same, in the formulas (27) – (30); 
��� – the same, in the formula (73); 
��� – the same, in the formula (77). 
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 � – the same, in the formulas (27) – (30); 
 К – the same, in the formula (19); 
��� � ��� – the same, in the formulas (44) – (52); 
��, ��, ��, ��, �� – length for corresponding calculation scheme (Figure 2) elements; 
� – the same, in the formulas (27) – (30); 
��� – the same, in the formula (73); 
��� – the same, in the formula (77). 
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where Jy1 – Jy9 – section elements;
R – the same, in the formulas (27) – (30);
К – the same, in the formula (19);
xc1 – xc9 – the same, in the formulas (35) – (43);
l1, l3, l5, l7, l9 – for corresponding calculation scheme (Fig. 2) elements;
φ – the same, in the formulas (27) – (30);
Cy1 – the same, in the formula (74);
Cy2 – the same, in the formula (78).
Centrifugal inertia moments for length of pipeline components in the original coordinate system 
(Fig. 2) are determined by formulas
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��, ��, ��, ��, �� – for corresponding calculation scheme (Figure 2) elements; 
 – the same, in the formulas (27) – (30); 
��� – the sa e, in the for ula (74); 
��� – the same, in the formula (78). 
Centrifugal inertia oments f r length of pipeline components in the original coordinate 
system (Figure 2) are determined by formulas 
���� �� � �
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где ���� � �� – section elements; 
 �  t  s , i  t e f r l s (27) – (30); 
 К – the same, in the formula (19); 
�� �� – the sa e, in the for ulas (35) – (43); 
� ��  – the same, in the formulas (44) – (52); 
�, ��, �, �, �� – for corresponding calculation scheme (Figure 2) elements; 
 – the same, in the for ulas (27) – (30); 
�������, ������� – the same, in the formulas (75) and (76); 
 (106)
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where ��� � ��� – section elements; 
 � – the same, in the formulas (27) – (30); 
 К – the same, in the formula (19); 
��� � ��� – the same, in the formulas (35) – (43); 
��, ��, ��, ��, �� – for corresponding calculation scheme (Figure 2) elements; 
� – the same, in the formulas (27) – (30); 
��� – the same, in the formula (74); 
��� – the same, in the formula (78). 
Centrifugal inertia moments for length of pipeline components in the original coordinate 
system (Figure 2) are determined by formulas 
���� � �� ���
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где ���� � ���� – section elements; 
 � – the same, in the formulas (27) – (30); 
 К – the same, in the formula (19); 
��� � ��� – the same, in the formulas (35) – (43); 
��� � ��� – the same, in the formulas (44) – (52); 
��, ��, ��, ��, �� – for corresponding calculation scheme (Figure 2) elements; 
� – the same, in the formulas (27) – (30); 
�������, ������� – the same, in the formulas (75) and (76); 
 (107)
where Jxy1 – Jxy9 – section elements;
R – the same, in the formulas (27) – (30);
К – the same, in the formula (19);
xc1 – xc9 – the same, in the formulas (35) – (43);
yc1 – yc9 – the sa e, in the f r ulas (44   52);
l1, l3, l5, l7, l9 – for corresponding calculation scheme (Fig. 2) elements;
φ – the same, in the formulas (27) – (30);
Cxy1(3) , Cxy1(7) – the same, in the formulas (75) and (76);
Cxy2(2;4) , Cxy2(6;8) – the same, in the formulas (79) and (80).
Central inertia moments calculated for total length of pipeline relative to the axis passing through 
the elastic center of gravity, according to calculation scheme area (Fig. 2) calculated by the formulas
The axis х
���������� ��������� – the same, in the formulas (79) and (80). 
Central inertia moments calculated for total length of pipeline relative to the axis passing 
through the elastic center of gravity, according to calculation scheme area (Figure 2) calculated 
by the formulas 
The axis х 
��� � ����
�
���
� �пр���������������������������������������������������������������������� 
The axis у 
��� � ����
�
���
� �пр���������������������������������������������������������������������� 
where ��� – the same, in the formulas (81) – (89); 
 ��� – the same, in the formulas (90) – (98); 
 �пр – the same, in the formula (33); 
 ��� �� – the same, in the formulas (71) и (72). 
Central centrifugal inertia moment total calculated pipeline section relative to the axis 
passing through the elastic center of gravity, according to calculation scheme section (Figure 2) 
is defined as 
���� � �����
�
���
� �пр���������������������������������������������������������������� 
where ���� – the same, in the formulas (99) – (107); 
 �пр� ��� �� – the same, in the formulas (33), (71), (72). 
Calculated temperature elongation for total calculated pipeline section are determined by 
formulas 
The axis х 
�� � ������ � �������� � ���� � ������ � ��� � �� � ��� � ������ � ��� � ������������������ 
The axis у 
�� � ������ � �������� � ������ � ��� � ��� � ������� � ���������������������������� 
where � – primary pipeline stretching coefficient; 
� – linear thermal expansion of piping material at an estimated 
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The axis у
���������� ��������� – the same, in the formulas (79) and (80). 
Central inertia moments calculated for total length of pipeline relative to the axis passing 
through the elastic center of gravity, according to calculation scheme area (Figure 2) calculated 
by the formulas 
The axi  х 
��� � ����
�
���
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where ��� – the same, in the formulas (81) – (89); 
 � �  t  s , i  t  f r l s (90)  (98); 
 �пр – the same, in the formula (33); 
 ��� �� – the same, in the formulas (71) и (72). 
Central centrifugal inertia moment total calculated pipeline section relative to the axis 
passing through the elastic center of gravity, according to calculation s heme section (Figure 2) 
is defined as 
���� � �����
�
���
� �пр���������������������������������������������������������������� 
where ���� – the same, in the formulas (99) – (107); 
 �пр� ��� �� – the same, in the formulas (33), (71), (72). 
Calculated temperature elongation for total calculated pipeline section are determined by 
formulas 
The axis х 
�� � ������ � �������� � ���� � ������ � ��� � �� � ��� � ������ � ��� � ������������������ 
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where � – primary pipeline stretching coefficient; 
  linear thermal expansion of piping material at an estimated 
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where Jxi – the same, in the formulas (81) – (89);
Jyi – the same, in the formulas (90) – (98);
Lпр – the same, in the formula (33);
x0, y0 – the sam , in the formulas (71) и (72).
Central centrifugal inertia moment total calculated pipeline section relative to the axis passing 
through the elastic center of gravity, according to calculation scheme section (Fig. 2) is defined as
���������� ��������� – the sa e, in the formulas (79) and (80). 
Central inertia moments calculated for t tal length of pipeline relative to the axis passing 
through the elastic center of gravity, according to calculation scheme area (Figure 2) calculated 
by the formulas 
The axis х 
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where ��� – the same, in the formulas (81) – (89); 
 ��� – the same, in the formulas (90) – (98); 
 �пр – the same, in the formula (33); 
 ��� �� – the same, in the formulas (71) и (72). 
Central centrifugal inertia moment total calculated pipeline section relative to the axis 
passing through the elastic center of gravity, according to calculation scheme section (Figure 2) 
is defined as 
���� � �����
�
���
� �пр���������������������������������������������������������������� 
where ���� – the same, in the formulas (99) – (107); 
 �пр� ��� �� – the same, in the formulas (33), (71), (72). 
Calculated temperature elongation for total calculated pipeline section are determined by 
formulas 
The axis х 
�� � ������ � �������� � ���� � ������ � ��� � �� � ��� � ������ � ��� � ������������������ 
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where � – primary pipeline stretching coefficient; 
� – linear thermal expansion of piping material at an estimated 
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where Jxyi – the same, in the formulas (99) – (107);
Lпр, x0, y0 – the same, in the formulas (33), (71), (72).
Calculated temperature elongation for total calculated pipeline section are determined by 
formulas
The axis х
���������� ��������� – the same, in the formulas (79) and (80). 
Central inertia moments calculated for total length of pipeline relative to the axis passing 
through t  elastic cent r of gravity, according to calculation scheme area (Figure 2) calculated 
by the formulas 
The axis х 
��� � ����
�
���
� �пр���������������������������������������������������������������������� 
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where ��� – the same, in the formulas (81) – (89); 
 ��� – the same, in the formulas (90) – (98); 
 �пр – the same, in the formula (33); 
 ��� �� – the same, in the formulas (71) и (72). 
Central centrifugal inertia moment total calculated pipeline section relative to the axis 
passing through the elastic center of gravity, according to calculation scheme section (Figure 2) 
is defined as 
���� � �����
�
���
� �пр���������������������������������������������������������������� 
where ���� – the same, in the formulas (99) – (107); 
 �пр� ��� �� – the same, in the formulas (33), (71), (72). 
Calculated temperature elongation for total calculated pipeline section are determined by 
formulas 
The axis х 
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where � – primary pipeline stretching coefficient; 
� – linear thermal expansion of piping material at an estimated 
 (111) 
The axis у
���������� ��������� – the same, in the formulas (79) and (80). 
Central inertia moments calculated for total length of pipeline relative to the axis passing 
through the elastic center of gravity, according to calculation scheme area (Figure 2) calculated 
by the formulas 
The axis х 
��� � ����
�
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� �пр���������������������������������������������������������������������� 
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where ��� – the same, in the formulas (81) – (89); 
 ��� – the same, in the formulas (90) – (98); 
 �пр – the same, in the formula (33); 
 ��� � – the same, in the formulas (71) и (72). 
Central centrifugal inertia moment total calculated pipeline section relative to the axis 
passing throug  t e elastic center of gravity, according to calculation scheme section (Figure 2) 
is d fined as 
���� � �����
�
� �
� �пр���������������������������������������������������������������� 
where ���� – the same, in the formulas (99) – (107); 
 �пр� ��� �� – the same, in the formulas (33), (71), (72). 
Calculated temperature elongation for total calculated pipeline section are determined by 
formulas 
The axis х 
�� � ������ � �������� � ���� � ������ � ��� � �� � ��� � ������ � ��� � ������������������ 
The axis у 
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where � – primary pipeline stretching coefficient; 
� – linear thermal expansion of piping material at an estimated 
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where ε – primary pipeline stretching coefficient;
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A – linear thermal expansion of piping material at an estimated coolant temperature (pipe 
wall);
t1 – calculated coolant temperature (pipe wall);
t2 – installation temperature;
l1, l3, l5, l7, l9 – for corresponding calculation scheme (Fig. 2) elements;
L1x – L4x – the same, in the formula (31);
L1y, L2y – the same, in the formula (32);
φ – the same, in the formulas (27) – (30).
Distance from the gravity’s center of the arc for the curved element (tap) to the center of curvature 
along the bisector (Fig. 3) is determined by the formula
coolant temperature (pipe wall); 
 �� – calculated coolant temperature (pipe wall); 
 �� – installation temperature; 
 ��, ��, ��, ��, �� – for corresponding calculation scheme (Figure 2) elements; 
 ��� � ��� – the same, in the formula (31); 
���, ��� the same, in the formula (32); 
� – the same, in the formulas (27) – (30). 
Distance from the gravity’s center of the arc for the curved element (tap) to the center of 
curvature along the bisector (Figure 3) is determined by the formula 
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Bending moments in cross sections at ends of linear elements and in the middle taps 
according to calculation scheme area (Figure 2) are determined as 
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Bending moments in cross sections at ends of linear elements and in the middle taps according to 
calculation scheme area (Fig. 2) are determined as
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where M1 – M14 – numbers of sections according to calculation scheme (Fig. 2);
Px, Py – the same, in the formulas (11) and (12);
l1, l3, l5, l7, l9 – for corresponding calculation scheme (Fig. 2) elements;
L1x – L4x – the same, in the formula (31);
L1y, L2y – the same, in the formula (32);
φ – the same, in the formulas (27) – (30);
ρ – the same, in the formula (113);
x0, y0 – the same, in the formulas (71) and (72).
Section modulus of the pipe wall defined as
��� � ���� � ������ � �����
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� ����� ,                                                                                                                       ��2�� 
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where �� ���� – numbers of sections according to calculation scheme (Figure 2); 
 ��, �� – the same, in the formulas (11) and (12); 
 ��, ��, ��, ��, �� – for corresponding calculation scheme (Figure 2) elements; 
��� � ��� – the same, in the formula (31); 
���, ��� – the same, in the formula (32); 
� – the same, in the formulas (27) – (30); 
� – the same, in the formula (113); 
��, �� – the same, in the formulas (71) and (72). 
Section modulus of the pipe wall defin d as 
� �
2�
�н
,                                                                          ��2�� 
where � – the same, in the formula (13); 
 �н – the same, in the formula (13). 
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where J – the same, in the formula (13);
Dн – the same, in the formula (13).
Bending compensation voltage in the i-th section, according to calculation scheme area (Fig. 2), 
determined by the formula
Bending compensation voltage in the i-th section, according to calculation scheme area 
(Figure 2), determined by the formula 
�������� �
��
�  ,                                                                     ����� 
where �� – the same, in the formulas (114) – (127); 
  � – the same, in the formula (128). 
 
Results of research for computational models of U - shaped compensators 
 Consider three computational model U - shaped compensators located in the horizontal 
plane and are not clamped by the ground. For each computational model variate is the radius of 
curvature tap. Please find enclosed characteristics of computational models below. In 
calculations of fixed points were considered to be absolutely rigid and do not take into account 
the resistance of friction forces movable pillars. 
 
Table 1 - Characteristics of computational models U - shaped compensators 
Сalculated value Dimension Value 
External pipe diameter / nominal wall thickness 
compensator number 1 m 159/4,5 
Fly / back width compensator number 1 
(excluding taps size) m 3/1,5 
Allowable compensation voltage compensator 
number 1 MPa 146 
External pipe diameter / nominal wall thickness 
compensator number 2 mm 219/6 
Fly / back width compensator number 2 
(excluding taps size) m 4/2 
Allowable compensation voltage compensator 
number 2 MPa 154 
External pipe diameter / nominal wall thickness 
compensator number 3 mm 426/7 
Fly / back width compensator number 3 
(excluding taps size) m 6/3 
Allowable compensation voltage compensator 
number 3 MPa 150 
Pre-stretch coefficient 
nondimensional quantity 1 
Calculated coolant temperature (the pipe wall) 0С 130 
Installation temperature 0С -20 
The elastic modulus of piping material at a 
working temperature MPa 196000 
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where Mi – the same, in the formulas (114) – (127);
W – the same, in the formula (128).
Results of research for computational models  
of U-shaped compensators
Consider three computational model U-shaped compensators located in the horizontal plane and 
are not clamped by the ground. For each computational model variate is the radius of curvature tap. 
Please find enclosed characteristics of computational models below. In calculations of fixed points 
were considered to be absolutely rigid and do not take into account the resistance of friction forces 
movable pillars.
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Table 1. Characteristics of computational models U-shaped compensators
Сalculated value Dimension Value
External pipe diameter / nominal wall thickness compensator number 1 m 159/4,5
Fly / back width compensator number 1 (excluding taps size) m 3/1,5
Allowable compensation voltage compensator number 1 MPa 146
External pipe diameter / nominal wall thickness compensator number 2 mm 219/6
Fly / back width compensator number 2 (excluding taps size) m 4/2
Allowable compensation voltage compensator number 2 MPa 154
External pipe diameter / nominal wall thickness compensator number 3 mm 426/7
Fly / back width compensator number 3 (excluding taps size) m 6/3
Allowable compensation voltage compensator number 3 MPa 150
Pre-stretch coefficient nondimensional 
quantity
1
Calculated coolant temperature (the pipe wall) 0С 130
Installation temperature 0С -20
The elastic modulus of piping material at a working temperature MPa 196000
Excessive internal pressure MPa 1,6
Linear thermal expansion of piping material at the estimated 
temperature of coolant (the pipe wall)
mm/m0С 0,0125
Strength reduction factor of weld joint action at any load other than the 
bending moment
nondimensional 
quantity
1
Reduction factor of weld joint strength at bending moment nondimensional 
quantity
0,9
Rated allowable stress of piping material at the operating temperature MPa 140
Excessive internal pressure 
MPa 1,6 
Linear thermal expansion of piping material at 
the estimated temperature of coolant (the pipe 
wall) 
mm/m0С 0,0125 
Strength reduction factor of weld joint action at 
any load other than the bending moment nondimensional quantity 1 
Reduction factor of weld joint strength at 
bending moment nondimensional quantity 0,9 
Rated allowable stress of piping material at the 
operating temperature MPa 140 
 
Allowable com e sation voltage was determined in all cases [4]. 
Below are graphs of the stress distribution on calculated cross sections of these models U - 
shaped compensators. 
 
Figure 4 - Graph of stress distribution compensator number 1 at radius of the outer 
diameter of tap pipe to one 
Fig. 4. Graph of stress distribution compensator number 1 at radius of the outer diameter of tap pipe to one
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Fig. 5. A graph of voltage compensator number 1 and number 2 at radius of three tap pipe outer diameters
Excessive internal pressure 
MPa 1,6 
Linear thermal expansion of piping material at 
the estimated temperature of coolant (the pipe 
wall) 
mm/m0С 0,0125 
Strength reduction factor of weld joint action at 
any load other than the bending moment nondimensional quantity 1 
Reduction factor of weld joint strength at 
bending moment nondimensional quantity 0,9 
Rated allowable stress of piping material at the 
operating temperature MPa 140 
 
Allowable compensation voltage was determined in all cases [4]. 
Below are graphs of the stress distribution on calculated cross sections of these models U - 
shaped compensators. 
 
Figure 4 - Graph of stress distribution compensator number 1 at radius of the outer 
diameter of tap pipe to one 
Excessive internal pressure 
MPa 1,6 
Linear thermal expansion of piping material at 
the estimated temperature of coolant (the pipe 
wall) 
mm/m0С 0,0125 
Strength reduction factor of weld joint action at 
any load other than the bending moment nondimensional quantity 1 
Reduction factor of weld joint strength at 
bending moment nondimensional quantity 0,9 
Rated allowable stress of piping material at the 
operating temperature MPa 140 
 
Allowable compensation voltage was determined in all cases [4]. 
Below are graphs of the stress distribution on calculated cross sections of these models U - 
shaped compensators. 
 
Figure 4 - Graph of stress distribution compensator number 1 at radius of the outer 
diameter of tap pipe to one 
1
2
 
Figure 5 - A graph of voltage compensator number 1 (left) and number 2 (right) at radius 
of three tap pipe outer diameters 
 
If you pay attention, you can see that the maximum voltage with and without 
consideration of coefficients are comparable in the first two computational models within 
approximately tap equal to three outer diameters of pipe. For the third calculation model similar 
graph is as follows 
 
Figure 6 - Graph of stress distribution compensator number 3 in radius of three tap pipe 
outer diameters 
 
It is evident that a similar comparison with the first model calculations on the graph 
above is not observed. Now pay attention to plots of the maximum total departure from adjacent 
compensated shoulder radius of curvature taps. 
Fig. 6. Graph of stress distribution compensator number 3 in radius of three tap pipe outer diameters
Allowable compensation voltage was determined in all cases [8].
Below are graphs of the stress distribution on calculated cross sections of these models U-shaped 
compensators.
If you pay attention, you can see that the maximum voltage with and without consideration of 
coefficients are comparable in the first two computational models within approximately tap equal to 
three outer diameters of pipe. For the third calculation model similar graph is as follows
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Figure 5 - A graph of voltage compensator number 1 (left) and number 2 (right) at radius 
of three tap pipe outer diameters 
 
If you pay attention, you can see that the maximum voltage with and without 
consideration of coefficients are comparable in the first two computational models within 
approximately tap equal to three outer diameters of pipe. For the third calculation model similar 
graph is as follows 
 
Figure 6 - Graph of stress distribution compensator number 3 in radius of three tap pipe 
outer diameters 
 
It is evident that a similar comparison with the first model calculations on the graph 
above is not observed. Now pay attention to plots of the maximum total departure from adjacent 
compensated shoulder radius of curvature taps. 
Fig. 7. A plot of the maximum total departure adjacent compensated shoulders the radius of taps curvature for 
calculation model compensator number 1
 
Figure 7 - A plot of the maxim m tot l departure adjacent compens ted shoulders the 
radius of taps curvature for calculation model compensator number 1 
 
 
Figure 8 - A plot of the maximum total departure adjacent compensated shoulders the 
radius of taps curvature for calculation model compensator number 2 
 
These are graphs the first two computational models for compensators. It is seen that 
lines on graphs in both cases intersect at about 3.5 diameters (note markers on charts). Here is a 
chart of the third calculation model 
Fig. 8. A plot of the maximum total departure adj cent compensated shoulders the r dius of taps curvature for 
calculation model compensator number 2
It is evident that a similar comparison with the first model calculations on the graph above is not 
observed. Now pay attentio  to plots of the maximu  total departure from adjacent compensated 
shoulder radius of curvature taps.
These are graphs the first two computational models for compensators. It is seen that lines on 
graphs in both cases intersect at about 3.5 diameters (note markers on charts). Here is a chart of the 
third calculation model
Intersection happens here at 4 diameters. Therefore there is a lack of comparability graphs of 
stress distribution on cross sections of area.
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If the third calculation model to increase the wall thickness from 7 to 12 mm, the point of 
intersection graphs of maximum total departure from adjacent compensated shoulder radius of 
curvature taps shifts to the origin
Findings
Chart analysis suggests the following conclusions:
1. Most unfavorable from the viewpoint of safety factors is the use of taps in which the radius of 
curvature is one outside diameter of pipe
2. Increasing the radius of curvature taps from one to two outer diameters increases the maximum 
departure compensated shoulders twice.
 
Figure 7 - A plot of the maximum total departure adjacent compensated shoulders the 
radius of taps curvature for calculation model compensator number 1 
 
 
Figure 8 - A plot of the maximum total departure adjacent compensated shoulders the 
radius of taps curvature for calculation model compensator number 2 
 
These are graphs the first two computational models for compensators. It is seen that 
lines on graphs in both cases intersect at about 3.5 diameters (note markers on charts). Here is a 
chart of the third calculation model 
Fig. 9. A plot of the maximum total departure adjacent compensated shoulders the radius of taps curvature for 
calculation model compensator number 3
 
Figure 9 - A plot of the maximum total departure adjacent compensated shoulders the 
radius of taps curvature for calculation model compensator number 3 
 
Intersection happens here at 4 diameters. Therefore there is a lack of comparability 
graphs of stress distribution on cross sections of area. 
If the third calculation model to increase the wall thickness from 7 to 12 mm, the point of 
intersection graphs of maximum total departure from adjacent compensated shoulder radius of 
curvature taps shifts to the origin 
 
Figure 10 - Plots of the maximum total departure adjacent compensated shoulders the 
radius of taps curvature for calculation model compensator number 3 with a thickness of 12 mm 
(left) and 7 mm (right) 
 
Findings 
Chart analysis suggests the following conclusions: 
1) Most unfavorable from the viewpoint of safety factors is the use of taps in which the 
radius of curvature is one outside diameter of pipe 
2) Incr asing the radius f curvature taps from one to two outer diameters increases the 
maximum departure compensated shoulders twice. 
3) In calculations coefficients of flexibility taps and stress concentrations should take into 
account because ignoring the latter leads to incorrect results. 
4) In case of tap radius reduction and increasing the wall thickness of pipe in calculation 
model there is comparing the coefficients of flexibility and taps them stress concentration to 
unity. 
References 
Fig. 10. Plots of the maximum total departure adjacent compensated shoulders the radius of taps curvature for 
calculation model compensator number 3 with a thickness of 12 mm (left) and 7 mm (right)
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3. In calculations coefficients of flexibility taps and stress concentrations should take into account 
because ignoring the latter leads to incorrect results.
4. In case of tap radius reduction and increasing the wall thickness of pipe in calculation model 
there is comparing the coefficients of flexibility and taps them stress concentration to unity.
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